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FIRE PROTECTION NOTES

9kg portable dcp sabs 810 #

. Hose reels sabs 543

, Fire hydrants sabs 1128 part 1

. Work illustrated and described on the plans Is to
be In accordance with part t of the national
bullding regulations<nbri> and referonce to the
ralevant sub-sections Is pre-fixed It. (sabs 0400

5, Occupational classification = f1

6. Emergency lighting to sabs 0400 tt30

7. Emergency signs to sabs 0400 tt29

8. Emergency evacuation and communication system to
sabs 0139

9. Signs obove equipment to sabs tt32 and sabs 1186

10, Water supply to hydrants min, 20l/sec

11, Water supply to fhr. min, 0,5l/sec

12, Only class 16 pvc or galv. pipe tube used for
fire protection

13. Table of applionces ond elements.

AW

NO. Applionces and elements Comply with

Notes

31 Divisional elements TT6
Maintanance

3.2 Divisional cacities TT4
AS SABS 105

3.3 9kg portable dpc

Extinguishers
3.4 Hose reels
35 Fire hydrants

SABS 810

SABS 543
SABS

PART 1

3.6 Smoke detection TT42

3.7 Emergency exits TT16

3.8 Fire service connhections

39 One 100mm dioa. pipes for hydrants

3.10 All ass. hecessary complete with

boosters, reflux valves and pressure

gauges as required.

311 Woodlanhds hydrant coupling plus double

booster connection on pavement

as Indicated. 2500 kpa max.

312 FIre dompers to be installed in

alrconditioning ducting longer thon 30m

3.13 Smoke vents Inh roofs to comply with

sabs 0400 section tt 42. (effective

opehing>

314 All underground water plpes must be

class 12,

315 All water pipes which supply fire hose

reels with water must be galvanised steel pipes.

hopvc pipes to be class 16.

DRAINAGE NOTES

1. Al waste water plpes up to 40mm @ must be
chased in walls and grouted in with 311 ‘grintbay’
before walls are plastered. walls must be chased
and not cut

2. Waste water plpes must be cast In concrete walls
where necessary ohd cast Ihto surface beds where
Indicated on plan. fix pipes to walls with approved
brass holder bats(screw type)

3. ALL sewer pipes exceeding 100mm@ must be 'verified' clay
pipes except in the following cases:

3.1. Where sewer pipes are laid underneath roads and in surface
beds-pipes must be cast iron.

3.2. No pipes are to be exposed except with architect's approval

3.3 All waste pipes must discharge at invert level of manhole

3.4 All vent pipes to be pvc or other similar approved.

3.5 Inspection eyes and rodding eyes must be provided with a
concrete block and a 300x300x100mm cast iron lid.

4. All sewage is to be in strict accordance with section 16 of pwd 371 and
must be carried out according to pwd standards

DRAINAGE ABREVIATION

SS Stubstack u
R Ramp WHB
SP Sewer Pipe wC
CI Cast Iron sh
IL Invent Level s
ie Inspection Eye ds
VP Vent Pipe pb
CE Cleaning Eye wt
asp Anti-Syphen Pipe

Vcp Vitrified Clay Pipe

ww Waste Water Pipe

MH Manhole

1128

Urinal

Wash Hand Basin
Water Closet
Shower

Sink

Drip Sink
Preperation Bowl
Wash Through

AREA SCHEDULE

SITE M? =1280.77
EXISTING BUILDING M? =260
POSSIBLE FUTURE EXPANSION =90

TOTAL BUILDING M? =350

COVERAGE

CURRENT ZONING OF THE SITE
PARKING BAYS

NATURE OF BUSINESS

30.7%

RESIDENTIAL 1

20

MEDICAL
ONSULTING ROOM

0.3

nouwmnunn
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PROFESSIONAL REGISTRATI

[INELECTRICAL LEGEND

GENERAL NOTES

SACPLAN NO

Fluorecent light point

Ceiling light point

Water resistant light

One way switch

Two way switch

TELKOM LEGEND

Wall plug point

CO1  pistribution box

Distribution board

AT Telephone plug point

IARERAE sl

Meter box

® All measurements are In mm
ahd must be checked
carefully before

comencement of any work
® Measurements should be

accordance to the drawings

® No dimensions should be scaled
on the drawings

® For ony problem consult the

MAG%U MULISA

irector

admin@2020group.co.za

magau.m@2020group.co.za
0728212763
0125439333
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